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Specimens submitted by CDC Enterprises and identified as "10­
0010" were tested in accordance with E88 7239-88 by the·
procedures reported herein. Concentrations of the gases CO, HF,
HCl, NO~ 802, and HCN were determined. For results see page
4, table 2

This report and the information contained herein :isfor the exclusive use of the client named herein.
Omega Point Laboratories, Inc. authorizes the client to reproduce this report only if reproduced in its
entirety. The description of the test procedure, as well as the observations and results obtained,
contained herein are true and accurate within the limits of sound engineering practice. These results
apply only for the ~ecimens tested, in the manner tested, and may not represent the performance of
other specimens from the same or other production lots nor of the performance when used in·
combination with other materials. The test· specimen identification :is as provided by the client and
Omega Point Laboratories, Inc. accepts no responsibility for any inaccuracies therein. Omega Point did
not select the specimen ~d has not verified the composition, mauufacturing techniques or quality·
assurance procedures. This report does not imply certification of the product by Omega Point
Laboratories, Inc. Any use of the Omega Point Laboratories name, any abbre .•••iation thereof or any logo,
mark, or symbol therefor, for advertising material must be approved in writing in advance by Omega
Point Laboratories, Inc. The client must have entered into and be actively participating in a Listing &
Follow-up Service program. Products must bear labels with the Omega Point Laboratories Certification
Mark to demonstrate acceptance by Omega Point Laboratories, Inc. into the Listing program.
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The determination of the gaseous products of smoke (often called "fire
gases"), including those due to either pyrolysis or combustion, is a difficult
problem. The composition of the smoke from most products is affected by
the nature of the fire test procedure that created the smoke (i.e., flaming or
nonflaming conditions, specimen size and configuration, external applied
heat flux, etc.). Gas sampling considerations include the time at which
sampling of the atmosphere was initiated and the duration of the sampling
(smoke concentrations can change with time); the position of the sampling
probe (concentrations can change with location in a chamber); the method
of sampling (a major cause of error in fire gas analysis); and the actual
method of analysis. Sampling and analysis of fire gases are described in
some detail in ASTM EBOO("Standard Guide for Measurement of Gases
Present or Generated During Fires"), to which the reader is referred.

One of the COIIlIDontest methods for creating "smoke" is the ASTM E662
smoke chamber (a method fundamentally the same as BSS 7238), which
provides for both flaming and nonflaming combustion of 76 rom x 76 mm (3­
in. x 3-in.) specimens exposed to an external radiant heat flux of 25 kW/m2.
The smoke is retained within the confines of the 500-L chamber. For this
test procedure, analysis of gaseous components is performed starting at
four minutes into the test run. Only the flaming exposure is specified.
Actual analysis of the gases of interest may be performed directly using
Drager® colorimetric gas analysis tubes; by trapping the gases in solution
impingers (bubblers) and subsequently analyzing the anions by ion-selective
electrodes~ titration or liquid chromatography; or by instruments designed
to measure the specific gas(es) of interest (e.g., gas chromatographic
methods, NDIR or FTIR analyzers).

The followinggases are required to be measured by this test standard:

CO
HF
HCI
NOx

S02
HCN

carbon monoxide
hydrogen fluoride
hydrQgen chloride
nitrogen oxides (both NO, nitric oxide, and N02, nitrogen

dioxide, are detected)
sulfur dioxide
hydrogen cyanide

In our test procedures, Drager® colorimetric gas analysis tubes are used.
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These devices are small glass tubes containing one or more chemical
indicators/absorbents that change color when a specific gas reacts with the
chemical inside the tube. The length of the coloration is pro,portional to the
concentration of the gas when a fixed volume of the test atmosphere is
drawn tbrough the tube (which is accomplished by a.hand pump). These
tubes have several distinct advanta,ges over other an~ytical methods for fire
gases under the conditions of this test procedure. They are pre-calibrated;
they are relatively simple to operate; there is nothing between the gas of
interest and the ana!ysis tub~; the results are straight-forward and
immediate; and this single technique can be used for each of the gases
specified (plus several other common gases). Other procedures require
.:moreextensive instrumentation with calibration by standard solutions or
gases; they introduce additional sampl41g concerns (which are different for
each gas); and no single technique can be used for the six gases specified.

Information is available on each of the Drager tubes describing the
potential interferences for each tube and the range of concentrations over
which the tube is calibrated. The stated accura~y of these tubes is in the
range of 10-15 percent; however, the combination of sampling errors and
analYtical uncertainty in other methods could also approach this. In our
,procedure, we burn several test specimens and take an average of these
readings in an effort to minimize the uncertainty in the results.

This standard is intended to measure and describe the properties of
materials ar praducts in respanse to. heat and flame under cantrolled
labaratory conditions and is not intended to.describe or appraise the fire
hazard ar fire risk af materials, products, ar assemblies under actual fire
.conditions_

TEST PROCEDURE

Specimens were exposed to flaming conditions in the smoke chamber, in
accordance with the procedures in ASTM 'E662. Gas analyses for the
species listed below were performed using Drager® gas detector tubes.
Specimens were exposed to flaming conditions for four minutes; then the
igniter was extinguished, the specimen was displaced from the radiant
heat flux, any excess pressure within the chamber was released, and the
analyses were started within one minute.

Gas samples were extracted using the gas analysis tubes from points
approximately six inches from the top of the chamber and four inches from
either side wall. Although this is not the same location as given in BBS 7239




